
Western Area Power Administration Starting Forecast Month:

Sierra Nevada Region
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Aug-2021 1180 390 45 30 26.6 19.8 182.0 0.0 0.0 0.0 0.0 926.4 340.2 49.4

Sep-2021 820 270 50 25 24.8 17.9 182.0 0.0 0.0 0.0 0.0 563.2 227.1 56.0

Oct-2021 940 210 125 105 27.0 20.1 182.0 0.0 0.0 0.0 0.0 606.0 84.9 18.8

Nov-2021 855 110 60 45 27.0 19.4 182.0 0.0 0.0 0.0 0.0 586.0 45.6 10.8

Dec-2021 1040 110 75 60 27.0 20.1 182.0 0.0 0.0 0.0 0.0 756.0 29.9 5.3

Jan-2022 1100 100 100 105 24.0 17.9 182.0 0.0 0.0 22.9 0.0 794.0 0.0 0.0

Feb-2022 1130 100 25 15 24.0 16.2 182.0 0.0 0.0 0.0 0.0 899.0 68.8 11.4

Mar-2022 1275 120 30 20 29.1 21.6 182.0 0.0 0.0 0.0 0.0 1,033.9 78.4 10.2

Apr-2022 1340 230 35 20 31.7 22.8 182.0 0.0 0.0 0.0 0.0 1,091.3 187.2 23.8

May-2022 1430 270 40 20 31.1 23.1 182.0 0.0 0.0 0.0 0.0 1,176.9 226.9 25.9

Jun-2022 1245 360 45 25 31.9 22.9 182.0 0.0 0.0 0.0 0.0 986.1 312.1 44.0

Jul-2022 1210 380 50 30 29.8 22.2 182.0 0.0 0.0 0.0 0.0 948.2 327.8 46.5

 

Total 13,565.0 2,650.0 680.0 500.0 334.0 244.0 0.0 22.9 1,928.9
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Aug-2021 1195 400.0 50.0 30.0 26.6 19.8 182.0 0.0 0.0 0.0 0.0 936.4 350.2 50.3

Sep-2021 835 280.0 50.0 20.0 24.8 17.9 182.0 0.0 0.0 0.0 0.0 578.2 242.1 58.2

Oct-2021 945 180.0 125.0 110.0 27.0 20.1 182.0 0.0 0.0 0.0 0.0 611.0 49.9 11.0

Nov-2021 895 110.0 85.0 80.0 27.0 19.4 182.0 0.0 0.0 0.0 0.0 601.0 10.6 2.4

Dec-2021 1105 100.0 125.0 135.0 27.0 20.1 182.0 0.0 0.0 55.1 0.0 771.0 0.0 0.0

Jan-2022 1190 110.0 105.0 125.0 24.0 17.9 182.0 0.0 0.0 32.9 0.0 879.0 0.0 0.0

Feb-2022 1245 120.0 180.0 150.0 24.0 16.2 182.0 0.0 0.0 46.2 0.0 859.0 0.0 0.0

Mar-2022 1415 130.0 175.0 160.0 29.1 21.6 182.0 0.0 0.0 51.6 0.0 1,028.9 0.0 0.0

Apr-2022 1475 260.0 35.0 25.0 31.7 22.8 182.0 0.0 0.0 0.0 0.0 1,226.3 212.2 24.0

May-2022 1680 390.0 45.0 25.0 31.1 23.1 182.0 0.0 0.0 0.0 0.0 1,421.9 341.9 32.3

Jun-2022 1495 390.0 90.0 50.0 31.9 22.9 182.0 0.0 0.0 0.0 0.0 1,191.1 317.1 37.0

Jul-2022 1540 440.0 95.0 60.0 29.8 22.2 182.0 0.0 0.0 0.0 0.0 1,233.2 357.8 39.0

  

Total 15,015.0 2,910.0 1,160.0 970.0 334.0 244.0 0.0 185.7 1,881.7

Notes:

1. For the AS (Column G), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 134 MW and regulation of 48 MW on average monthly long term basis.

2. All CVP generators are available for Summer production except TRN-2. Releases may begin to taper later in the week of July 26th as reductions of irrigation planned for early August materialize.

    Due to single unit availability at Trinity, bypassing enough water to support increased releases at Carr and Spring Creek for Sacramento River delivery.

    Continued Federal only Delta pumping at Jones plant to support water transfers. DWR minimal pumping at Banks.

3. Please use 90% study for all your analysis.
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